CONCEPTUAL SYSTEM LAYOUT - FINAL ARRANGEMENT MAY CHANGE DUE TO UNKNOWN OBSTACLES AND TERRAIN.

807 Recirculation

207 To
Drainfield

A300-Bx18-VC

Septic_Tank = 1000 Gollons
Pump Tank = 500 Gallons

Other approved tankage option:

DRAWING NAME - VIH approved NSF certified Quanics 500 gpd Bio-COIR typical wastewater treatment system

Two tanks in series instead of two compariment tank with the effluent

filter on the outlet pipe of the first tank (septic tank) and the recirculation device
on the inlet access opening of the second tank (ATS dosing tank).

If this option is used the septic tank must be at least twice the doily flow and the

ATS dosing tonk must be ot least equol to the daily flow.

QUANICS System Model # ATS-SCAT-8-BC-C300

STEP Systen
ATS-GRD-100/80/20-N

Other approved options for recirculation:
ATS-GRD-4/1

ATS-GRD-80/20

ATS-GRD-100/80/20

ATS-PRD-4/1

200 gollons per day

8of 13 of natural coir media

288 gpd/ft3 hydraulic loading rate
Four 170 degrees spray nozzles
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