
COMMONWEALTH of VIRGINIA
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Apr il 23, 2012

Mr. James Bell
Exec utive Vice Pres ident
Bio-Microbics, Inc.
8450 Cole Parkway
Shawnee, KS 66227
ibell@biomicrobics.com

Dear Mr. Bell:

TTY 7-1-1 OR

1-800-828-1120

On March 5, 2012, you requested that the MicroFAST 0.625 be approved for list ing under GMP
147 as Evaluation Completed. The basis of the request is that this model is propo rtional to the other
models a lready approved under GMP 147. You r submittal included the following information.

• A cover letter dated March 5. 2012 .
• A completed GMP 147 application.
• A letter dated June 10, 201 1, from NSF International which provides the results ofNSP's

evaluat ion of the unit.
• A copy of the NSF/ANSI Standard 40 and 245 listing showing the MicroFAST 0.625 unit as

approved under those standards.
• Generic schematic drawings of the MicroFAST units with a table supplying the tank sizing for

the various units, includ ing the .625 unit (provided Apri l 20, 2012) .

Based on the infonnation provided, the Virginia Department of Health (VDH) will list the 0.625
Mic roFAST unit as Eva luation Completed under GMP 147 which wi ll allow it to be used as a Genera lly
Approved Treatment Level 3 treatment un it. VDH notes the rated capac ity of the unit is 625 gallons per
day. VDH will also load the updated schematic drawings of the other listed Bio-Microbics units that you
provided showing the correc ted minimum tank siz ing for both Treatment Leve l 2 and 3.

If you need additional assistance, please fee l free to ca ll me at (804) 387- 1883 .
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MarciaJ. Degen. Ph.D.• P.E.
Technical Services Ad ministrator
Division of Onsite Sewage, Water Services,
Environmental Engineering & Marina Programs

Cc: Allen Knapp, Division Director
Kemper Loyd, Technical Service Engineer


