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FAQs Sampling at Schools and Child Day Centers 

1. What must be completed by the compliance date, October 16, 2024?  Community waterworks 
must compile a list of schools and child care facilities served by the waterworks no later than 
October 16, 2024. 

2. What is the definition of a school? School means any building(s) associated with public, private, or 
charter institutions that primarily provides teaching and learning for elementary or secondary 
students. 

3. What is the definition of an elementary school? The Lead and Copper Rule Revisions state that an 
Elementary school means a school classified as elementary by state and local practice and composed 
of any span of grades (including pre-school) not above grade 8. The State Board of Education defines 
"Elementary school" in 8VAC20-131-5 as a public school with any grades kindergarten through 5. 

4. What is the definition of a secondary school? The Lead and Copper Rule Revisions state that a 
Secondary school means a school comprising any span of grades beginning with the next grade 
following an elementary or middle school (usually 7, 8, or 9) and ending with or below grade 12. 
Both junior high schools and senior high schools are included. The State Board of Education defines 
“Secondary school" in 8VAC20-131-5 as a public school with any grades 9 through 12. 

5. What is the definition of a child care facility? Child care facility means a location that houses a 
licensed provider of child care, day care, or early learning services to children, as determined by the 
State, local, or tribal licensing agency. 

6. What if a facility provides both child care and teaching/learning services? It is classified as a school 
if primary activities are teaching and learning. 

7. Which facilities must be sampled? Elementary schools and child care facilities. 
8. Which facilities would be considered an “elementary school” and require sampling?  A water 

system will need to classify the identified schools. See the examples below: 

Description Possible Local Name LCRR Classification LCRR Sampling 
Mandatory 

Preschool Preschool Elementary School Yes 
Kindergarten – 3rd grade  Primary School Elementary School Yes 
Kindergarten – 5th grade  Elementary School Elementary School Yes 
Kindergarten – 6th grade Elementary School Elementary School Yes 

Kindergarten – 12th grade Combined School Elementary School Yes 
4th – 6th grades Elementary School Elementary School Yes 
6th – 8th grades Middle School Elementary School Yes 
7th – 8th grades Junior High School Secondary School On Request 
9th – 12 grades High School Secondary School On Request 

A water system must sample on the request of a Secondary School as noted below. 

9. Are there some exclusions? Schools and child care facilities constructed on or after September 4, 
2018, which is when Virginia limited water pipes and fittings to no more than 0.15% lead, are 
excluded from the lead monitoring and public education requirements. 

10. Which facilities must be contacted about health risks? Contact elementary schools, secondary 
schools and child care facilities with information about health risks from lead in drinking water at 
least annually.  
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11. What information about health risks must be shared? EPA has established specific language and 
content which must be shared. This includes, but is not limited to, health effects of lead, sources of 
lead, steps the consumer can take to reduce their exposure to lead in drinking water, and how to 
contact the waterworks for more information. Further details can be found at 40 CFR 141.85(a) 

12. Which facilities must be contacted about sampling? Contact elementary schools and child care 
facilities with a proposed schedule for sampling at their facility, information about sampling for lead 
in schools and child care facilities (EPA’s 3Ts for Reducing Lead in Drinking Water Toolkit) and 
instructions for identifying outlets for sampling and preparing for a sampling event. 

13. What is the sampling frequency? Water systems must collect samples from at least 20 percent of 
elementary schools served by the system and 20 percent of child care facilities served by the system 
per year, until all schools and child care facilities on the list have been sampled or declined to 
participate. All elementary schools and child care facilities must be sampled at least once in the five 
years following the compliance date. After a water system has completed one required cycle of 
sampling, a water system must sample at the request of an elementary school or child care facility. 
A water system is not required to sample an individual school or child care facility more than once 
every five years. 

14. Who may collect the samples? Water systems, school or child care facility or other appropriately 
trained individual may collect samples. 

15. What are the sample locations? 

School (5 samples) Child Day facility (2 samples) 
2 – drinking water fountains  1 – drinking water fountain 

1 – kitchen faucet* 1 – kitchen faucet* 
1 – classroom faucet  

1 – nurse’s office faucet  
*Used for food or drink preparation 

16. What is the sampling protocol? Per EPA’s 3Ts for Reducing Lead in Drinking Water Toolkit, collect a 
first draw sample, 250 mL in volume, from the cold water. The water must remain stationary in the 
plumbing system for at least 8 hours, but no more than 18 hours. Analyze for lead by a method 
approved for drinking water per 40 CFR 141.89. 

17. Is there any credit for other school and child care lead sampling programs? Likely, yes. The State 
may issue a written waiver or partial waiver to the waterworks if some or all schools are 
participating in a lead sampling program that satisfies specific conditions in the LCRR. This includes 
sampling sponsored by the EPA WIIN grant following the protocol in EPA’s 3Ts for Reducing Lead in 
Drinking Water. ODW is working to clarify if monitoring that occurs before October 16, 2024 satisfies 
the LCRR requirements. 

18. When must a waterworks update or revise the list of schools and child care facilities? A water 
system shall either confirm that there have been no changes to its list of schools and child care 
facilities served by the system or submit a revised list at least once every five years. 

19. What if schools and child care facilities request lead sampling? Water systems shall conduct lead 
sampling when requested by the facility. If a water system receives requests from more than 20 
percent of the schools and child care facilities identified in the list of schools and child care facilities 
in any of the five years following the compliance date, the water system may schedule the requests 
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that exceed 20 percent for the following year. A water system is not required to sample an 
individual school or child care facility more than once every five years. 

20. What about secondary schools? Water systems shall also conduct lead sampling at secondary 
schools they serve on request. If a water system receives requests from more than 20 percent of 
secondary schools identified in the list of schools in any of the five years following the compliance 
date, the water system may schedule the requests that exceed 20 percent for the following year and 
is not required to sample an individual secondary school more than once in the five-year period. 

21. How long do records need to be kept? Each water system shall retain records for no fewer than 12 
years. 

This FAQ document does not replace or supersede the requirements of the EPA Lead and Copper Rule or 
guidance published by the EPA. You may find more information on the requirements at 40 CFR § 141.92. 


