TANK EXTERIOR
LENGTH | 127.0 [3,226]
WIDTH | 62.2 [1,580]
HEIGHT | 54.7 [1,389]
BEDROOMS TREATMENT CAPACITY
6 900 GPD
NOTES:

1. ALL PRESSURE PIPING IS SCH 40 PVC.
2. CHECK INSTALLATION MANUAL FOR
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Do not scale directly from drawing Dimensions are in inches unless stated otherwise

If in doubt, ask!
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